Membrane distillation was used for the treatment of saline oily wastewaters collected from harbour deoiling installation. The turbidity of these wastewaters was in the range 63-87 NTU, salt concentration was 6-11 g/L and the oil content in the feed was below 40 mg/L. Two types of commercial polypropylene capillary membranes were applied for the process study. The intensive membrane fouling during the wastewater separation was observed. Modules rinsed with water removed the organic deposits formed. However, the CaCO 3 scale was accumulated on the membrane surfaces during 1500 h of the process, resulting in a permeate flux decline by more than 40%. The initial yield of modules was recovered by membrane rinsing with 5 wt% HCl solution. The long-term studies demonstrated that the separated oily wastewaters did not cause wetting of the applied membrane. The degree of retention amounted to 98% for the inorganic compounds and more than 99% for the organic compounds.
Introduction
The global expansion of maritime transport and various technologies (e.g., oil and shale gas production) generate a huge amount of saline wastewaters, which resulted in environmental degradation due to direct discharge of saline wastewater into the environment. The membrane processes can be used most effectively for the treatment of such wastewaters, but one of the major constrains is the durability of membranes, particularly during the separation of brines containing various surface-active contaminants (e.g., oils and surfactants) (Chew et al. 2017; Lu et al. 2018; Rezaeia et al. 2017; Rezaeia et al. 2018, Tanudjaja and Chew 2018) .
A high concentration of salts in wastewaters makes their biological purification often impossible and such types of effluents are usually not treated by industrial wastewater treatment plant, which enhances a risk of illegal discharge into the environment. The possibility of water evaporation from high concentration brine enables the application of membrane distillation (MD) for desalination of hypersaline water or the treatment of saline wastewater (Duong et al. 2015; Gryta 2017; Ji et al. 2010; Winter et al. 2017 ). An integration of MD process with crystallization allows to eliminate the salts discharge (Salmón and Luis 2018) . Moreover, the high salt concentration increases the scaling intensity of membranes, which additionally restricts the MD utilization for oily wastewater treatment (Duong et al. 2015; Gryta 2017; McGaughey et al. 2017 ). However, this process can be very attractive in the case the wastewater treatment by conventional methods is difficult or very expensive, especially for oily wastewaters such as bilge water (ships) or wastewater generated in the process of hydraulic fracturing (natural gas extraction) (Chew et al. 2017; Gryta et al. 2001; Lu et al. 2018; Tavakkoli et al. 2017) .
The porous non-wetted hydrophobic membranes are used in the membrane distillation (Gryta 2017; Wang and Chung 2015; Winter et al. 2017 ). However, the hydrophobic membranes are intrinsically prone to fouling by hydrophobic contaminants due to the strong This work was presented at the 44th International Conference of Slovak Society of Chemical Engineering held in Tatranské Matliare on May 21-25, 2018.
Electronic supplementary material The online version of this article (https ://doi.org/10.1007/s1169 6-020-01071 -y) contains supplementary material, which is available to authorized users. hydrophobic-hydrophobic interaction (Chew et al. 2017; Lin et al. 2014; Rácz et al. 2015; Rezaeia et al. 2017) . Therefore, the conventional hydrophobic membranes (made of PP, PTFE and PVDF) are usually applied for desalination of water when the hydrophobic contaminants concentration is relatively low (Gryta 2017; Guillén-Burrieza et al. 2011; Winter et al. 2017) . A progressive wetting of hydrophobic membrane is observed even for clean water, such as seawater, which is attempted to be eliminated by the application of superhydrophobic membranes (Guo et al. 2015; Hamzah and Leo 2017; Lin et al. 2014; McGaughey et al. 2017; Rezaeia et al. 2017 ). However, a very low surface energy of these membranes accelerates the membrane wetting when the hydrophobic contaminants will be present in the feed water. Therefore, the new composite hydrophilic/hydrophobic membranes or membranes with amphiphobic surfaces were proposed for desalination of this type of feed (Guo et al. 2015; Hou et al. 2018; Lin et al. 2014 Lin et al. , 2015 Mostafa et al. 2017; Rezaeia et al. 2017) . Unfortunately, the relatively high costs of proposed new membranes are expected to be problematic, because the industrial breakthrough of the contactors technology requires a high performance and inexpensive membranes (Eykens et al. 2017 (Eykens et al. , 2018 .
In this work, the relatively inexpensive polypropylene (PP) membranes (Macedonio et al. 2014; Wang and Chung 2015) were used for evaluation of the membrane stability during MD process applied for the separation of actual oily wastewaters. The capillary PP membranes were not wetted during the separation of bilge water (Gryta and Karakulski 1999; Gryta et al. 2001 ) and oilfield produced water (Macedonio et al. 2014) . The major reason of pores wetting is the precipitation of different inorganic scales (scaling) besides the oil adsorption on the membrane surface. A promising method reported to mitigate the fouling and scaling intensity is the application of low feed temperature (Duong et al. 2015) ; however, such an option reduces the effectiveness of processes realized in the membrane contactors. Therefore, a larger membrane area should be used to achieve a high efficiency of the MD installation, which increases the capital investment costs (Tavakkoli et al. 2017) . This is an additional reason indicating that the realization of industrial implementation requires the MD membranes to be as cheap as possible, namely, manufactured by a simple method from inexpensive raw materials (Eykens et al. 2018; Rezaei et al. 2018) .
The membrane degradation processes have a slow progress (Gryta 2018; McGaughey et al. 2017) ; therefore the continuous long-term studies, presented in this work, are required to determine their influence on the PP membrane performance during the separation of oily wastewaters.
Experimental
The hydrophobic capillary polypropylene membranes (Accurel PP), manufactured for microfiltration process by Membrana GmbH (Germany), were applied to carry out the MD experiments. The nominal diameter of the membrane pores was 0.2 μm and the porosity was 73% (supplier data). The thickness of membrane wall has a significant effect on the MD process performance (Gryta 2017) . Therefore, two types of the capillary membranes with different diameters were used for comparison purpose. The membrane Accurel PP S6/2 has the inner diameter equal to 1.8 mm and wall thickness 0.4 mm. The wall thickness was about four times larger for Accurel PP V8/2 HF membrane (d in /d out = 5.5/8.6 mm).
Two submerged modules (SMD1 and SMD2) made from Accurel PP membranes were placed in the glass feed tank (4 L), which enabled both membrane types to be tested simultaneously under similar conditions (e.g. feed composition). The feed tank was located on a magnetic stirrer equipped with a heating element (600 W, IKA, USA). During the separation of actual oily wastewaters, the feed temperature equal to 323 K was used. A design of the experimental setup used is shown in the Supplementary Material (Fig. S1 ). The SMD1 module was assembled using four Accurel PP S6/2 membranes with the length of 20 cm (inside area 45 cm 2 ). The SMD2 module was composed of a single membrane Accurel PP V8/2 HF with the length of 25 cm (inside area 34.5 cm 2 ). Each of the submerged modules was connected to an individual distillate tank, cooled in the water bath (290-293 K). The initial volume of distilled water in the distillate tanks amounted to 1.0 L. The peristaltic pumps were used to obtain the volumetric flow rate of distillate (inside capillary membrane) equal to 6 ± 0.2 mL/s (linear velocity of 0.59 m/s-SMD1 module and 0.79 m/s-SMD2 module).
The studies were performed with samples of wastewaters collected from harbour deoiling installation at intervals of a few days. The tested samples were light to dark brown in colour and they exhibited a high turbidity. The composition of oily wastewaters is presented in Table 1 .
The MD process was carried out in a continuous mode (day and night), while a new portion of wastewater was periodically added into the feed tank. At the initial stage, the efficiency of MD modules was tested using NaCl solution (5 g/L) and the feed temperature in the range 308-333 K.
The solutions compositions (anion and cation concentrations) were determined using an ion chromatography method with conductivity detector (850 Professional IC, Herisau Metrohm, Switherland). The analytical columns Metrohm A Supp5-250 and Metrosep C2-150 were applied for analysis of cations and anions, respectively. A 6P Ultrameter (Myron L Company, USA) multimeter was applied for measurement of solution electrical conductivity.
The surface tension of liquid and the membrane contact angle significantly affect the membrane wettability. The measurements of these parameters were performed using an apparatus Sigma 701 microbalance (KSV Instrument, Ltd., Finland) applying the Wilhelmy plate method.
The examination of membrane morphology and the scaling layer composition was performed using a Hitachi su8000 field emission scanning electron microscope (FESEM) with energy-dispersive X-ray spectrometer (EDS). The membranes for the cross-sectional observation were prepared by fracture of the capillary in liquid nitrogen.
The oil concentration in the solutions was analysed using OCMA 310 apparatus (Horiba, Japan). In addition, the content of organic compounds in the wastewaters was determined on the basis of analyses of the total organic carbon (TOC-Analyzer multi N/C, Analytic Jena).
Results and discussion

MD process efficiency
The MD process was carried out below the boiling point of water that enables the utilization of low-grade heat sources of energy. The feed temperature is usually in the range of 313-333 K, e.g., when solar collectors are applied as an energy source (Schwantes et al. 2013; Wang and Chung 2015) . The efficiency of SMD1 and SMD2 modules for these feed temperatures is presented in Fig. 1 .
The vapour partial pressure (driving force in MD) increases exponentially with temperature, thus the highest permeate flux was obtained for 333 K (Fig. 1) . However, the application of lower feed temperature allows to significantly limit the membrane scaling (Duong et al. 2015; Gryta 2017; Rezaeia et al. 2017) . Because the feed temperature decreases rapidly during the feed flow in the MD module, the small yields can be expected for temperature below 318 K. For this reason, the efficiency of spiral-wound MD modules, even for higher feed inlet temperature (e.g., 333 K), is at a level of 1-3 L/m 2 h in the pilot plant installations ). The results presented in Fig. 1 indicated that a solution of this problem might be the application of submerged modules with the capillary membranes assembled inside the feed tank. In this case, the entire surface of the capillaries is in contact with the feed at the same temperature. As a result, 2-3 times larger efficiency than those presented for spiral-wound modules was achieved at the feed temperature of 323 K (Fig. 1 ). An additional advantage of using the submerged modules is a lack of forcing pressure of the feed, which should restrict the penetration of liquid into the pores (membrane wetting).
Although the membranes with thicker walls exhibited a greater resistance to wetting and degradation (Gryta 2017) , a significantly lower yield was obtained for such membranes due to the increase in mass transfer resistance. The Accurel PP V8/2 HF membrane has four times thicker walls (1.5 mm) in comparison to the membranes Accurel PP S6/2 (0.4 mm). However, the increase of wall thickness not only extends the diffusion path of vapour, but also favourable limits the heat losses through the membrane (temperature polarization). In this regard, the permeate fluxes obtained for the Accurel PP V8/2 HF membranes were only two times lower than those obtained for Accurel PP S6/2 (Fig. 1) . The efficiency tests of SMD1 and SMD2 modules lasted about 30 h and the electrical conductivity of distillates were at a level of 2-3 µS/cm during this period. In the next stage Fig. 1 The influence of feed temperature on the permeate flux for Accurel PP S6/2 (filled square) and Accurel PP V8/2 HF membranes (open circle). Feed: 5 g NaCl/L of MD studies, the modules were supplied by saline oily wastewaters for nearly 1500 h, which may cause a partial wetting of the membranes resulting in the deterioration of obtained distillate.
Separation of oily wastewaters
The resistance of membranes to wetting is dependent in a large degree on the hydrophobicity of the membranes and the surface tension of the solutions to be separated. The measurements performed by the Willhelmy plate method indicated that for the membranes used, the similar values of the contact angle of the outer capillary surface were determined: 99° ± 3° for Accurel PP S6/2 and 98° ± 2° for Accurel PP V8/2 HF. The surface tension of oily wastewaters was 42.3 mN/m and 39.8 mN/m for OW1 and OW2 samples (Table 1) , respectively. These values are higher than the PP surface tension-30 mN/m (Nieto et al. 2012 ), hence, the treated wastewaters should not wet the applied Accurel PP membranes. The electrical conductivity of wastewaters was 8.13 mS/cm (OW1) and 5.13 mS/cm (OW2), therefore, a rapid increase in the distillate conductivity will be observed in the case of wetting of even a small fragment of the membrane wall.
The feeding of MD modules with actual oily wastewater (OW1) caused a decline of permeate flux from 3 L/m 2 h (S6) and 1.8 L/m 2 h (V8) to a level of 2 and 1 L/m 2 h, respectively, during the initial 500 h of MD process carried out at 323 K (Fig. 2) . In the case of MD process, a reason of such flux decline is most often associated with the wetting of the surface pores and membrane fouling (Gryta 2017; McGaughey et al. 2017) . Moreover, a rapid increase in the distillate conductivity to a value of 220 µS/cm (S6) and 130 µS/cm (V8) can be a confirmation of the aforementioned phenomena, since the fouling/scaling is often a reason of the membrane wetting in the MD process (Rezaei et al. 2018) . The wetting of some pores in the membrane wall enables non-volatile salts to diffuse from the feed into the distillate, resulting in an increase of distillate conductivity (Gryta 2017; Ji et al. 2010) . However, when the NaCl solution (5 g/L) was again used as a feed, after 500 h of MD process operation, the distillate conductivity was reduced to a level of 10-15 µS/cm, and the permeate flux increased to almost the initial values (Fig. 2, period 490-650 h) . Such results indicate that the treated OW1 oily wastewater did not cause the membrane wetting and the changes of process parameters shown in Fig. 2 resulted from other reasons. The observed decrease of MD efficiency during the separation of OW1 wastewater most probably resulted from the membrane fouling, which will be discussed in the next paragraph.
The pH value of used OW1 wastewater amounted to 8.5 and the presence of the NH 4 + ions was found ( Table 1) . The IC analysis confirmed that a growth of distillate conductivity resulted, among others, from dissolution of ammonia separated from the feed in the distillate. The MD investigations were carried out maintaining a relative constant volume of wastewaters in the feed tank (4 L). However, despite a continuous concentration of the feed and a periodical addition of fresh portion of OW1 wastewater (Fig. 3, VCR points) , the pH values of the feed were systematically decreased, that confirmed the separation of ammonia from the feed. A continuous evolution of ammonia from the feed caused the distillate conductivity to again increase rapidly despite the exchange of water in the distillate cycle (Fig. 2, and installation were washed with water, followed by filling of the feed tank with concentrated solution (MD retentate). An analysis of the oil content in the feed showed that this operation caused a decrease in oil concentration, which is associated with the oil adsorption on the surface of the clean walls of the installation.
The results shown in Fig. 4 indicate that an increase of the membrane thickness limits the separation of ammonia, since the concentration of NH 4 + ions was twofold higher in the distillate obtained for Accurel PP S6/2 membranes. Moreover, the concentration of other ions such as Cl − and Na + was also lower. Such results confirmed that the Accurel PP V8/2 HF membranes having a significantly thicker membrane wall were also more resistant for wetting (Gryta 2017 ). The OW1 wastewater was concentrated three times more during the performed studies, which allowed to obtain the water recovery equal to 66%. The final salt concentration in the feed exceeded 30 g/L, hence, for the ionic concentration in the distillate at a level of 10-20 mg/L (Fig. 4) , a salt retention coefficient close to 99.8% and 99.9% was maintained for Accurel PP S6/2 and Accurel PP V8/2 HF membranes, respectively.
In the second stage of MD investigations the OW2 oily wastewater was used. This wastewater contained almost two times less salts, but the content of oil contaminations was higher ( Table 1 ). The MD process efficiency obtained for such wastewater is shown in Fig. 5 . The obtained permeate flux decreased from 2.6 to 1.4 L/m 2 h (S6 membranes) and from 1.9 to 0.6 L/m 2 h for V8 membranes during the first 180 h of the treatment of OW2 wastewater by MD. A decline of the permeate flux was similar to that observed during the OW1 wastewater separation, which indicates that the increase in oil concentration did not have a major impact on the MD process (in the tested range 12-40 mg/L). However, the permeate flux increased, when the SMD1 and SMD2 modules were rinsed with water as in the case of OW1 wastewater. This result indicated that the formation of deposit on the membrane surfaces had a significant influence on the yield of used MD modules.
The OW2 wastewater, similarly as OW1 wastewater, also contained the NH 4 + ions and the pH of OW2 wastewater was equal to 8.2, which enables the evolution of ammonia from feed to distillate. The IC studies confirmed that significant amounts of the NH 4 + ions were detected in the obtained distillate, which caused an increase in the electrical conductivity of produced distillate (Fig. 6) . When the OW2 wastewater was used in the MD process, similarly as in the case of OW1 wastewater definitely larger values of tested parameters were found for the Accurel PP S6/2 membranes, e.g., a higher concentration of other ions such as Na + and Ca 2+ was also determined for these membranes (Fig. 7) . Such results confirmed that the membranes with thicker walls (Accurel PP V8/2 HF) exhibited a higher resistance to wetting during the separation of tested saline oily wastewater.
After 550 h separation of OW2 wastewater, the resulted retentate was replaced by a new portion of OW2 wastewater (Fig. 5, point 1200 h) . The concentration of ions in the distillate and its electrical conductivity were significantly increased during the MD of the second portion of OW2 wastewater (Figs. 6 and 7, from 1240 h) . This may indicate that the pore wetting was systematically increased (but in small degree) during the studies carried out for 1500 h. A confirmation of this conclusion is a fact that the ions concentration in the distillate obtained after 650 h of separation of OW1 wastewater (Fig. 4) was two times smaller than that obtained for OW2 wastewater (Fig. 7) , although the OW2 wastewater contained significantly less salts (Table 1) . However, taking into account that the feed electrical conductivity amounted to 35-40 mS/cm, the obtained degree of solutes retention was 98.7% (Accurel PP S6/2) and 99.3% (Accurel PP V8/2 HF), although the distillate conductivity was in the order of 250-500 µS/cm (Fig. 6) .
The determination of oil content in the obtained distillate indicated for the complete retention of oil in the feed. The sensitivity of applied apparatus OCMA 310 amounts 0.2 mg/L. A good separation of organic compounds was also confirmed by performed studies of the TOC content in the distillate. The concentration of total organic carbon (TOC) in the tested samples varied in the range of 1-2 mg/L, when the TOC content in the feed was more than 450 mg/L (retention over 99%).
Membrane fouling
The walls of feed tank made of glass allowed to observe the formation of brown deposit accumulated on the membrane surfaces, which indicated that a decrease of the permeate flux (Figs. 3, 5 ) could be associated with fouling. The oil present in the treated saline wastewaters is one of the components leading to the fouling (Hou et al. 2018; Macedonio et al. 2014) . The water evaporation causes the increase in the oil concentration at the feed/membrane interface, which limits the access of water to the membrane surface. As a result, the concentration of oily emulsions in the MD process is limited, since the efficiency of MD process approaches zero at the emulsion concentration of the order 1000 ppm (Gryta and Karakulski 1999) . However, the emulsion containing such a large amount of oil undergo breaking, which allows to separate the free oil in an additional device, e.g. skimmer, connected to the MD installation.
In the studied case, treated wastewaters OW1 and OW2 contained initially a small amount of oily substances (12-25 mg/L). Due to a continuous water evaporation during the MD process the oil concentration in the feed was systematically growing, that enhances a negative effect of the oil presence, although its concentration was still relatively low (30-40 mg/L) (Fig. 3) . For this reason, the oil concentration was not the main factor causing the membrane fouling.
The SEM examination confirmed that during MD process the surface of membranes was covered by deposit. Compared to the image of a new membrane (Fig. 8a) , it can be concluded that the sediment covered almost the entire surface of the membrane after 300 h of separation of OW1 wastewater (Fig. 8b) . The SEM examination of membrane cross-section revealed that the deposit thickness was small, of the order of 1-5 μm (Fig. 8c ). In addition, many pores were visible in the deposit layer, which allowed the feed to flow to the membrane surface, and the SMD1 module performance was reduced by only 40% despite intensive fouling. Using a high magnification (50 k), it was found that the sediment contained several spherical forms with size less than 1 μm (Fig. 8d) . A SEM-EDS analysis revealed that the spherical forms contained a significant amount of Ca, O and C, which confirms the formation of CaCO 3 deposit.
After 300 h of investigations, the membranes were rinsed with tap water, and the majority of deposit was removed from the membrane surface. As a result, the SMD1 and SMD2 modules productivity increased to the initial level (Fig. 2, points from 310 h) . However, the membranes were again covered by deposit after consecutive 50 h of process and their efficiency was stabilized at a level of 2 L/ m 2 h (S6/2) and 0.9 L/m 2 h for the V8/2 HF membranes. The efficiency increased once again after the change of the feed (concentrated OW1) into NaCl solution (Fig. 2, from 450 h) , which mainly resulted from a fact, that the membranes were again washed by this kind of feed.
Similarly as in the case of OW1 wastewater, the feeding of modules with OW2 wastewater caused the occurrence of the membrane fouling resulting in a decline of the process efficiency (Fig. 5 ). After obtaining a 50% concentration of OW2 wastewater (Fig. 5, from 790 h) , the intensity of deposit precipitation was significantly increased. Moreover, a layer of brown deposit was also formed on the feed tank walls. An IC analysis of the feed composition revealed that the concentration of the determined ions was progressively increased. Slight changes were found for the Ca 2+ concentration, which was associated with the CaCO 3 precipitation. An increase in the intensity of deposit precipitation caused a greater decline of the permeate flux (Fig. 5, 830 h) . The rinsing of membranes with distilled water allowed to remove the majority of deposits from the membrane surface and the process efficiency was restored to almost the initial values (Fig. 5, point R1) . The SEM examinations showed that numerous agglomerates (size 50-100 μm) remained on the membranes surface after washing the MD modules with water ( Fig. 9a ). SEM-EDS analysis revealed that the agglomerates consisted mainly of CaCO 3 which formed crystals with aragonite-and vaterite-specific shapes, as can be seen in Fig. 9b (Beck and Andreassen 2010; Elfil and Roques 2004) . Similarly, the CaCO 3 crystal mixture of aragonite and vaterite was found when the CaCO 3 was precipitated in water-oil system contaminated by surfactants (Szcześ 2009 ).
After a further continuation of MD process, the process efficiency was again gradually decreased during the consecutive 180 h, although this decline of the permeate flux was definitely slower, e.g., from 2.68 to 2.3 L/m 2 h (S6/2). A similarly slower decline of the process efficiency was observed after performing the second cleaning of modules ( Fig. 5, point R2) .
The results presented in Fig. 5 indicate, that not only the process time and the degree of feed concentration, but also a volume of fresh wastewater added to the feed had influence on the fouling intensity. The initial volume of feed amounted to 4 L, and the permeate volume obtained during 24 h of MD process amounted to 0.4-0.6 L. The losses of feed volume were periodically supplemented by adding OW2 wastewater (Fig. 5, points V F ) . The largest decline of efficiency was noted at the initial period, when a large volume of wastewater (4L) was heated to 323 K. A periodical dosage of smaller volumes of wastewater OW2 to thermally stabilized feed did not cause a significant reduction of the permeate flux. A similar effect (larger flux decrease) was observed when the concentrated feed was removed from installation and was exchanged by a new portion of wastewater (4L) (Fig. 5, from  1214 h) . The applied periodic addition of OW2 wastewater caused the layers of deposit growth can be distinguished in the sediment structure (Fig. 9c) . Such a result indicates that the application of thermal pre-treatment of tested wastewaters could cause a decline of the membrane fouling intensity during MD process.
The obtained results demonstrated that the formation of a significant amount of the sludge deposit on the membrane surfaces takes place during oily wastewater separation by MD process. The majority of sludge can be removed using a cyclic rinsing of the modules with water. However, the effectiveness of washing procedure was reduced ( Fig. 5 , points R1-R3), due to the occurrence of the membrane scaling besides the formation of organic deposit. The accumulation of CaCO 3 scaling layer (Fig. 9c ) caused a decline of the permeate flux by more than 40%. A rinsing of the membranes with HCl solution is a good solution in the case of CaCO 3 scaling. The application of 5 wt% acid solution allowed to clean the membrane surfaces in a few minutes, and as a result, the permeate flux was increased to almost the initial values ( Fig. 5, from 1450 h) .
Conclusions
The performed studies demonstrated that the MD process can be used for the treatment of saline oily wastewaters. The obtained degree of retention amounted to 98% for the inorganic compounds and more than 99% for the organic compounds.
It was confirmed that the membrane wall thickness has a significant effect on the MD process performance. A much better quality of the distillate was obtained for Accurel PP V8/2 HF membrane, which had four times thicker walls compared to Accurel PP S6/2 membrane.
The formation of substantial amounts of deposits on the membrane surface was observed during the MD process, hence, the process efficiency was reduced by 20-40% during 150-200 h of process operation. A decline of efficiency was limited by the application of a periodical rinsing of the membranes. Besides the formation of organic deposits on the membrane surface, the membrane scaling was also observed. The deposit of precipitated salts contained mainly CaCO 3 , and it can be effectively removed by rinsing the MD membranes with a 5 wt% HCl solution.
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